
Сравнение OPC UA серверов по дампу

1.OpenSecureChannel message

В Unified Automation
opcua.ArraySize = 0

В OpenSCADA
opcua.ArraySize = 1



2. UA Secure Conversation Message: GetEndpointsResponse
В Unified Automation
opcua.ArraySize = 0

В OpenSCADA
opcua.ArraySize = 1



3. UA Secure Conversation Message: GetEndpointsResponse
В Unified Automation

EndpointUrl: opc.tcp://LenovoZ500:4841
ServerCertificate: 30820446308203afa0030201020204530c975b300d06092a…
TransportProfileUri: http://opcfoundation.org/UAProfile/Transport/uatcpuascuabinary
ApplicationUri: urn:LenovoZ500:UnifiedAutomation:UaDemoserver

В OpenSCADA

EndpointUrl: opc.tcp://192.168.195.97:4848/OSCADA_OPC/None
ServerCertificate: <MISSING>[OpcUa Null ByteString]
TransportProfileUri: [OpcUa Null String]
ApplicationUri: uri://centos97.vector/OpenSCADA/DAQ.OPC_UA


